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(i) Method 5 may be used only at af-
fected facilities without wet scrubber
systems.

(ii) Method 17 may be used at affected
facilities with or without wet scrubber
systems provided the stack gas tem-
perature does not exceed a temperature
of 160 °C (320 °F). The procedures of
Sections 2.1 and 2.3 of Method 5B may
be used in Method 17 only if Method 17
is used in conjuction with a wet scrub-
ber system. Method 17 shall not be used
in conjuction with a wet scrubber sys-
tem if the effluent is saturated or laden
with water droplets.

(iii) Method 5B may be used in con-
junction with a wet scrubber system.

(4) For Method 5 or Method 5B, the
temperature of the sample gas in the
probe and filter holder shall be mon-
itored and maintained at 160 °C (320 °F).

(5) For determination of PM emis-
sions, an oxygen or carbon dioxide
measurement shall be obtained simul-
taneously with each run of Method 5,
Method 5B, or Method 17 by traversing
the duct at the same sampling loca-
tion.

(6) For each run using Method 5,
Method 5B, or Method 17, the emission
rates expressed in ng/J (lb/million Btu)
heat input shall be determined using:

(i) The oxygen or carbon dioxide
measurements and PM measurements
obtained under this section,

(ii) The dry basis F-factor, and
(iii) The dry basis emission rate cal-

culation procedure contained in Meth-
od 19 (appendix A).

(7) Method 9 (6-minute average of 24
observations) shall be used for deter-
mining the opacity of stack emissions.

(b) The owner or operator of an af-
fected facility seeking to demonstrate
compliance with the PM standards
under § 60.43c(b)(2) shall demonstrate
the maximum design heat input capac-
ity of the steam generating unit by op-
erating the steam generating unit at
this capacity for 24 hours. This dem-
onstration shall be made during the
initial performance test, and a subse-
quent demonstration may be requested
at any other time. If the demonstrated
24-hour average firing rate for the af-
fected facility is less than the maxi-
mum design heat input capacity stated
by the manufacturer of the affected fa-
cility, the demonstrated 24-hour aver-

age firing rate shall be used to deter-
mine the annual capacity factor for the
affected facility; otherwise, the maxi-
mum design heat input capacity pro-
vided by the manufacturer shall be
used.

§ 60.46c Emission monitoring for sul-
fur dioxide

(a) Except as provided in paragraphs
(d) and (e) of this section, the owner or
operator of an affected facility subject
to the SO2 emission limits under
§ 60.42c shall install, calibrate, main-
tain, and operate a CEMS for measur-
ing SO2 concentrations and either oxy-
gen or carbon dioxide concentrations
at the outlet of the SO2 control device
(or the outlet of the steam generating
unit if no SO2 control device is used),
and shall record the output of the sys-
tem. The owner or operator of an af-
fected facility subject to the percent
reduction requirements under § 60.42c
shall measure SO2 concentrations and
either oxygen or carbon dioxide con-
centrations at both the inlet and outlet
of the SO2 control device.

(b) The 1-hour average SO2 emission
rates measured by a CEM shall be ex-
pressed in ng/J or lb/million Btu heat
input and shall be used to calculate the
average emission rates under § 60.42c.
Each 1-hour average SO2 emission rate
must be based on at least 30 minutes of
operation and include at least 2 data
points representing two 15-minute peri-
ods. Hourly SO2 emission rates are not
calculated if the affected facility is op-
erated less than 30 minutes in a 1-hour
period and are not counted toward de-
termination of a steam generating unit
operating day.

(c) The procedures under § 60.13 shall
be followed for installation, evalua-
tion, and operation of the CEMS.

(1) All CEMS shall be operated in ac-
cordance with the applicable proce-
dures under Performance Specifica-
tions 1, 2, and 3 (appendix B).

(2) Quarterly accuracy determina-
tions and daily calibration drift tests
shall be performed in accordance with
Procedure 1 (appendix F).

(3) For affected facilities subject to
the percent reduction requirements
under § 60.42c, the span value of the SO2

CEMS at the inlet to the SO2 control
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device shall be 125 percent of the maxi-
mum estimated hourly potential SO2

emission rate of the fuel combusted,
and the span value of the SO2 CEMS at
the outlet from the SO2 control device
shall be 50 percent of the maximum es-
timated hourly potential SO2 emission
rate of the fuel combusted.

(4) For affected facilities that are not
subject to the percent reduction re-
quirements of § 60.42c, the span value of
the SO2 CEMS at the outlet from the
SO2 control device (or outlet of the
steam generating unit if no SO2 control
device is used) shall be 125 percent of
the maximum estimated hourly poten-
tial SO2 emission rate of the fuel com-
busted.

(d) As an alternative to operating a
CEMS at the inlet to the SO2 control
device (or outlet of the steam generat-
ing unit if no SO2 control device is
used) as required under paragraph (a)
of this section, an owner or operator
may elect to determine the average
SO2 emission rate by sampling the fuel
prior to combustion. As an alternative
to operating a CEM at the outlet from
the SO2 control device (or outlet of the
steam generating unit if no SO2 control
device is used) as required under para-
graph (a) of this section, an owner or
operator may elect to determine the
average SO2 emission rate by using
Method 6B. Fuel sampling shall be con-
ducted pursuant to either paragraph
(d)(1) or (d)(2) of this section. Method
6B shall be conducted pursuant to para-
graph (d)(3) of this section.

(1) For affected facilities combusting
coal or oil, coal or oil samples shall be
collected daily in an as-fired condition
at the inlet to the steam generating
unit and analyzed for sulfur content
and heat content according the Method
19. Method 19 provides procedures for
converting these measurements into
the format to be used in calculating
the average SO2 input rate.

(2) As an alternative fuel sampling
procedure for affected facilities com-
busting oil, oil samples may be col-
lected from the fuel tank for each
steam generating unit immediately
after the fule tank is filled and before
any oil is combusted. The owner or op-
erator of the affected facility shall
analyze the oil sample to determine
the sulfur content of the oil. If a par-

tially empty fuel tank is refilled, a new
sample and analysis of the fuel in the
tank would be required upon filling.
Results of the fuel analysis taken after
each new shipment of oil is received
shall be used as the daily value when
calculating the 30-day rolling average
until the next shipment is received. If
the fuel analysis shows that the sulfur
content in the fuel tank is greater than
0.5 weight percent sulfur, the owner or
operator shall ensure that the sulfur
content of subsequent oil shipments is
low enough to cause the 30-day rolling
average sulfur content to be 0.5 weight
percent sulfur or less.

(3) Method 6B may be used in lieu of
CEMS to measure SO2 at the inlet or
outlet of the SO2 control system. An
initial stratification test is required to
verify the adequacy of the Method 6B
sampling location. The stratification
test shall consist of three paired runs
of a suitable SO2 and carbon dioxide
measurement train operated at the
candidate location and a second simi-
lar train operated according to the pro-
cedures in § 3.2 and the applicable pro-
cedures in section 7 of Performance
Specification 2 (appendix B). Method
6B, Method 6A, or a combination of
Methods 6 and 3 or Methods 6C and 3A
are suitable measurement techniques.
If Method 6B is used for the second
train, sampling time and timer oper-
ation may be adjusted for the strati-
fication test as long as an adequate
sample volume is collected; however,
both sampling trains are to be operated
similarly. For the location to be ade-
quate for Method 6B 24-hour tests, the
mean of the absolute difference be-
tween the three paired runs must be
less than 10 percent (0.10).

(e) The monitoring requirements of
paragraphs (a) and (d) of this section
shall not apply to affected facilities
subject to § 60.42c(h) (1), (2), or (3) where
the owner or operator of the affected
facility seeks to demonstrate compli-
ance with the SO2 standards based on
fuel supplier certification, as described
under § 60.48c(f) (1), (2), or (3), as appli-
cable.

(f) The owner or operator of an af-
fected facility operating a CEMS pur-
suant to paragraph (a) of this section,
or conducting as-fired fuel sampling
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pursuant to paragraph (d)(1) of this sec-
tion, shall obtain emission data for at
least 75 percent of the operating hours
in at least 22 out of 30 successive steam
generating unit operating days. If this
minimum data requirement is not met
with a single monitoring system, the
owner or operator of the affected facil-
ity shall supplement the emission data
with data collected with other mon-
itoring systems as approved by the Ad-
ministrator.

§ 60.47c Emission monitoring for par-
ticulate matter.

(a) The owner or operator of an af-
fected facility combusting coal, resid-
ual oil, or wood that is subject to the
opacity standards under § 60.43c shall
install, calibrate, maintain, and oper-
ate a CEMS for measuring the opacity
of the emissions discharged to the at-
mosphere and record the output of the
system.

(b) All CEMS for measuring opacity
shall be operated in accordance with
the applicable procedures under Per-
formance Specification 1 (appendix B).
The span value of the opacity CEMS
shall be between 60 and 80 percent.

§ 60.48c Reporting and recordkeeping
requirements.

(a) The owner or operator of each af-
fected facility shall submit notifica-
tion of the date of construction or re-
construction, anticipated startup, and
actual startup, as provided by § 60.7 of
this part. This notification shall in-
clude:

(1) The design heat input capacity of
the affected facility and identification
of fuels to be combusted in the affected
facility.

(2) If applicable, a copy of any Feder-
ally enforceable requirement that lim-
its the annual capacity factor for any
fuel or mixture of fuels under § 60.42c,
or § 60.43c.

(3) The annual capacity factor at
which the owner or operator antici-
pates operating the affected facility
based on all fuels fired and based on
each individual fuel fired.

(4) Notification if an emerging tech-
nology will be used for controlling SO2

emissions. The Administrator will ex-
amine the description of the control
device and will determine whether the

technology qualifies as an emerging
technology. In making this determina-
tion, the Administrator may require
the owner or operator of the affected
facility to submit additional informa-
tion concerning the control device. The
affected facility is subject to the provi-
sions of § 60.42c(a) or (b)(1), unless and
until this determination is made by the
Administrator.

(b) The owner or operator of each af-
fected facility subject to the SO2 emis-
sion limits of § 60.42c, or the PM or
opacity limits of § 60.43c, shall submit
to the Administrator the performance
test data from the initial and any sub-
sequent performance tests and, if appli-
cable, the performance evaluation of
the CEMS using the applicable per-
formance specifications in appendix B.

(c) The owner or operator of each
coal-fired, residual oil-fired, or wood-
fired affected facility subject to the
opacity limits under § 60.43c(c) shall
submit excess emission reports for any
calendar quarter for which there are
excess emissions from the affected fa-
cility. If there are no excess emissions
during the calendar quarter, the owner
or operator shall submit a report semi-
annually stating that no excess
emissioins occurred during the semi-
annual reporting period. The initial
quarterly report shall be postmarked
by the 30th day of the third month fol-
lowing the completion of the initial
performance test, unless no excess
emissions occur during that quarter.
The initial semiannual report shall be
postmarked by the 30th day of the
sixth month following the completion
of the initial performance test, or fol-
lowing the date of the previous quar-
terly report, as applicable. Each subse-
quent quarterly or semiannual report
shall be postmarked by the 30th day
following the end of the reporting pe-
riod.

(d) The owner or operator of each af-
fected facility subject to the SO2 emis-
sion limits, fuel oil sulfur limits, or
percent reduction requirements under
§ 60.42c shall submit quarterly reports
to the Administrator. The initial quar-
terly report shall be postmarked by the
30th day of the third month following
the completion of the initial perform-
ance test. Each subsequenty quarterly
report shall be postmarked by the 30th
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